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NOTE  (i) - IF YOU HAVE MULTIPLE CALL POINTS TRIGGERING THE OVERDOOR LIGHT THEN                              
BOTH OF THE CALL POINTS MUST SHARE THE SAME GROUND SUPPLY.                                                                        

(ii) IF YOU HAVE MULTIPLE OVERDOOR LIGHTS TRIGGERED FROM THE SAME CALL POINT THEN 
CONNECT OVERDOOR LIGHT 1 IN SERIES WITH OVERDOOR LIGHT 2

CALL POINT 1

OVER DOOR LIGHT 1

12V POWER SUPPLY

A CALL TO LIGHT

TOILET ALARM ( WIRING DIAGRAM)


